
Left
Display

Center
Display

Right
Display

Left Light Panel Center Light Panel Right Light Panel

Left
Aux Display

Center
Aux Display

Right
Aux Display

PDU 1

VIA CABLE RUNNER

SWITCH 4

AX1 AX2 AX3 EX2

L7

L8

L7 L8EX2

L3
L2
L1

CX2

L3L2L1

Center 
Speakers

Left 
Speakers

Right
Speakers

Iris Camera

CX1

Telepresence Wiring Diagram Endpoint

AX3

AX2

AX1

DP1

H7

A19

A19

H8

A28

USB1

USB2

USB2

DP2
DP2

DP3

H4 H5 H6

D20 D19 D23

DP3

PWR Brick

DP1

SWITCH 5

USB1

A28

A29 A29

iPassiPass

TOP

BOTTOM

WALL
OUTLET

WALL
OUTLET

WALL
OUTLET

D26 D27 D28

HC

EDSUSA

ED
SU

SA

L5LL4L L4R L5R L6L L6R

L5

L6

L4

D19

D20D21

D24

WALL
OUTLET

COOLING
FAN

COOLING
FAN

COOLING
FAN

DX8

15 amp
WALL

OUTLET
DX9

15 amp

D22D23
D24

D25

D21

HC

CAN BE ON EITHER SIDE
VIA TRENCH

PDU 2

NETWORKNETWORK

SW5

NETWORK
UPLINK

NETWORK
UPLINK

EX1

EX1

H7

H8

Reserved for
Future Use

Whiteboard
Mic

Object 
Camera

WALL
OUTLET

E19SW 1

D29

HOST CPUENCODER / DECODERSUBWOOFERSUBWOOFER AMPLIFIER

H1

H2

H3

H4

H5

H6

H3H1 H2



1

PDU 4

10 Amp

DX3

D7
D8
D9

D10
D11
D12
DX4

PDU 5

10 Amp

DX5

D13
D14
D15
D16
D17
D18
DX6
DX7

PDU 3

10 Amp

DX1

D1
D2
D3
D4
D5
D6

SWITCH 1

WS-3560C-8PC-S

E19 OBJ CAM
E4
E5
E6

SWITCH 2

E10
E11
E12E9

E8
E7

EX1 HOST
EX2 SWITCH 2

EX3 SWITCH 3
EX2 SWITCH 1

SWITCH 3

E17
E16

E18

E13
E14
E15

EX3 SWITCH 2

SW 3

SW 1

TDM 1

PDU 3

Switch 3Switch 1 Switch 2

Switch 5

DX2

E1
E2
E3

SWITCH 4

C5
C4

C6

C1
C2
C3

CX1 NETWORK
CX2 SWITCH 5

SWITCH 5

WS-C2960C-12PC-L

C13
C14
C15
C16
C17
C18

C7
C8
C9

C10
C11
C12

CX2 SWITCH 4

AX1

AX1

EX1L7 EX2 AX2 AX3 EX2

AX3

AX2
EX1 EX2

EX2

SW 5
(Optional Location)

SW 5
(Optional Location)

TDM 2

TDM 3

L7

L8

L8

EX3

C1SW 4

A7TDM 2

A1TDM 1

A2TDM 1

A3TDM 1 A4TDM 1

A5TDM 1

A6TDM 1

A8TDM 2

A9TDM 2

A10TDM 2

A11TDM 2
A12TDM 2 A13TDM 3

A14TDM 3

A15TDM 3

A16TDM 3

A17TDM 3

A18TDM 3

D1PDU 3

C7SW 5

D7PDU 4

C8SW 5

D8PDU 4

C9SW 5

D9PDU 4

C10SW 5

D10PDU 4

C11SW 5

D11PDU 4

E1SW 1

E7SW 2

E8SW 2

E9SW 2

E10SW 2

E11SW 2
E12SW 2 E13SW 3

E14SW 3

E15SW 3

E16SW 3

E17SW 3

E18SW 3

E2SW 1

E3SW 1 E4SW 1

E5SW 1

E6SW 1

C2SW 4

D2PDU 3

C3SW 4

D3PDU 3

C4 SW 4

D4 PDU 3

C6 SW 4

D6 PDU 3

C5 SW 4

D5 PDU 3

C12 SW 5

D12 PDU 4

C13 SW 5

D13 PDU 5

C14 SW 5

D14 PDU 5

C15 SW 5

D15 PDU 5

C16 SW 5

D16 PDU 5

C17 SW 5

D17 PDU 5

C18 SW 5

D18 PDU 5

Follow Diagram For Correct Load Balancing Per PDU

TDM 3

A18
A17
A16
A15
A14
A13

TDM 2

A12
A11
A10
A9
A8
A7

TDM 1

A6
A5
A4
A3
A2
A1AX1 AX2 AX3

TDM 1 - 3

PDU 3 - 5 SWITCHES 1 - 5

see diagram for mounting location

SW 2

3

SW 3

TDM 3

3

1

2

LEG
A

E

D

K

B C

F

G

H

I

J

Telepresence Wiring Diagram Table

TDM 2

SW 2

2

PDU 4 PDU 5

VIA CABLE RUNNER
CAN BE ON EITHER SIDE

VIA TRENCH SW5

B2

B3B1

B6

B5

B4

B7

B8

B9



COLOR: Pantone 428 C

COLOR: Pantone 2617 C

COLOR: Pantone 526 C

COLOR: 522 C

COLOR: Pantone 524 C

COLOR: Pantone 115 C

COLOR: Pantone 117 C

COLOR: Pantone 7558 C

COLOR: Pantone 390 C

COLOR: Pantone 7440 C

COLOR: Pantone 202 C

COLOR: Pantone Red 032 C

COLOR: Pantone 700 C

COLOR: Pantone 2955 C

COLOR: Pantone 2925 C

COLOR: Pantone 277 C

COLOR: Pantone 7620 C

COLOR: Pantone 709 C


